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23 December 2021 
 

Re Official Information Request for Electrical Switch Room Information 

 

I refer to your official information request dated 26 November 2021 for the following information 

1. Please advise how many of your electrical switch rooms have fire suppression systems  
2. If there is a fire suppression system what type of system, e.g. water sprinklers, gas flood, 

or other system ? 
3. If nothing, then NIL. 
 

The information you have requested is detailed below 

1. Please advise how many of your electrical switch rooms have fire suppression systems  
2. If there is a fire suppression system what type of system, e.g. water sprinklers, gas flood, 

or other system ? 
3. If nothing, then NIL. 
 
The list below details all our electrical switch rooms. The areas below are normally unoccupied and 
accessed for only maintenance. Provision of fire separations, fire alarm and suppression (when 
applicable) are mostly to facilitate safe evacuation of occupants and/or added as supplementary 
detection prescribed by the Auckland DHB.  
 

Auckland City Hospital 

Substation A      

Transformer room Smoke/heat detection Extinguisher 

Switchgear room  Smoke/heat detection Extinguisher 

      

Substation C     

Switchgear room  Sprinkler Extinguisher 

      

Substation D     

Switchgear room Heat detection Extinguisher 

      

Substation DE     
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Switchgear room Sprinkler Extinguisher 

      

Substation E     

Transformer room   Extinguisher 

      

Substation F     

Switchgear room   Extinguisher 

Transformer room Sprinkler   

      

Substation G     

Switchgear room Smoke/heat detection Extinguisher 

Transformer room Smoke/heat detection Extinguisher 

      

Substation H     

Switchgear room Sprinkler and Heat detection   

Transformer room Sprinkler and Heat detection   

      

Substation J     

Switchgear room Sprinkler   

Transformer room Sprinkler   

      

Substation K     

Transformer room Sprinkler   

      

Substation L     

Switchgear room Sprinkler   

Transformer room Sprinkler   

      

Substation M     

Transformer room Sprinkler   

   

Substation P   

Switchgear room Smoke/heat detection Extinguisher 

Transformer room Smoke/heat detection Extinguisher 

   

 

Greenlane Clinical Centre 

Substation A      

Switchgear room    Extinguisher 

      

Substation B     

Switchgear room  Sprinkler   
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Substation C 

Switchgear room Sprinkler 

Substation D 

Switchgear room Sprinkler 

I trust this information answers your questions. 

You have the right to seek an investigation and review by the Ombudsman of this decision. 

Information about how to make a complaint is available at www.ombudsman.parliament.nz or 

freephone 0800 802 602. 

Please note that this response, or an edited version of this response, may be published on the 

Auckland DHB website. 

Yours sincerely, 

Margaret Dotchin 
Acting Chief Executive 




